
STATEMENT OF ENERGY PERFORMANCE

DLI-Kalispell Job Service Date: 8/22/2022

427 1st Avenue East Year Built: 1956

Kalispell 59901 Parent: N/A

Baseline: 2013 2016 2018 2019 2020 Current:

Energy Date: 12/31/2007 12/31/2013 12/31/2016 12/31/2018 12/31/2019 12/31/2020 12/31/2021

Energy Star Score: 61 65 73 79 80 82 88

Gross Floor Area: 8,366 8,366 8,366 8,366 8,366 8,366 8,366 Sq. Ft.

Heating Degree Days 7475 7807 7356 7842 8349 7606 7442

Cooling Degree Days 371 287 181 184 136 185 452

Reported Annual Energy Use:

Site Energy Use: 498.1 472.4 452.4 412.2 424.1 413.3 371.6 MBTU

Site EUI: 59.5 56.5 54.1 49.3 50.7 49.4 44.4 kBTU/ft2

Electricity: 93,618 87,852 66,654 61,069 56,835 50,542 41,114 kWh

Max Electric Demand: 35.3 31.6 26.0 26.8 22.4 22.8 24.0 kW

Natural Gas: 1,787 1,727 2,250 2,039 2,302 2,408 2,314 Therms

Reported Annual Energy Cost:

Electricity Cost: $6,366 $5,518 $4,523 $4,044 $4,046 $3,688 $3,094

Electric Demand Cost: N/A N/A N/A N/A $0 $0 N/A

Natural Gas Cost: $2,051 $1,602 $1,703 $1,585 $2,000 $1,808 $2,046

Total Energy Cost: $8,418 $7,119 $6,226 $5,629 $6,046 $5,496 $5,140

Energy Cost/ft6 $1.01 $0.85 $0.74 $0.67 $0.72 $0.66 $0.61

Weather Normalized Energy Use:

Site Energy Use: 507.9 466.7 472.9 413.3 411.3 429.7 387.4 MBTU

Site EUI: 60.7 55.8 56.5 49.4 49.2 51.4 46.3 kBTU/ft2

Electricity: 92,120 86,932 66,185 60,464 56,835 50,542 41,114 kWh

Natural Gas: 1,936 1,701 2,471 2,070 2,174 2,573 2,471 Therms

National Median Energy Use:

Site Energy Use: 577.5 582.0 635.7 643.0 676.3 694.3 736.5 MBTU

Site EUI: 69.0 69.6 76.0 76.9 80.8 83.0 88.0 kBTU/ft2

% Difference from National Median:

Site EUI: -13.7% -18.8% -28.8% -35.9% -37.3% -40.5% -49.5%

Annual Greenhouse Gas Emissions (Metric Tons CO6 equivalent):

Direct Emissions: 9.5 9.2 11.9 10.8 12.2 12.8 12.3

Indirect Emissions: 30.6 28.7 21.8 19.9 18.6 16.5 13.4

Total Emissions: 40.1 37.9 33.7 30.8 30.8 29.3 25.7

National Median Annual Greenhouse Gas Emissions (Metric Tons CO6 equivalent):

Total Emissions: 46.4 46.6 47.4 48.0 49.1 49.2 51.0

Adjusted Energy Based on Current Year:

Site Energy Use: 500.3 473.4 464.6 417.5 427.0 421.2 371.6 MBTU

Site EUI: 59.8 56.6 55.5 49.9 51.0 50.3 44.4 kBTU/ft2

% Difference Adjusted Site Energy Use

2013 to Baseline -5.38% Note:  N/A has meanings as follows:

2016 to Baseline -7.13% Energy Star Score: Not available for this type of property

2018 to Baseline -16.54% Adjusted Energy Use: Not available for this property

2019 to Baseline -14.64% Most other data: Not available due to insufficient or missing data

2020 to Baseline -15.80%

Current to Baseline -25.71%

2020 to 2021 -11.77%


